In this paper, a new two-input isolated boost dc-dc converter based on a distributed multi-transformer structure which is suitable for hybrid renewable energy systems is investigated and designed. With a novel transformer winding-connecting strategy, the two input ports can be decoupled completely, so the proposed converter can draw the power from the two different dc sources, which have low output voltage, and transfer it to the dc bus, which has high voltage, separately or simultaneously. The detailed operation principles of the proposed converter have been analyzed in the dual-input mode and the single-input mode, respectively. The main advantage of the proposed topology is that the four transformers and the secondary rectifiers are fully utilized whether the converter is connected with two input power sources or only one input. Although the four transformers are employed, the nominal powers of each transformer and rectifier are both reduced by four times. Furthermore, some special issues on converter design, such as increasing number of the input ports, the magnetic integration and the ground loop decoupling are discussed. A 2 kW prototype was built and tested. Experiments on the converter's steady-state and transient operations verified the validity of the analysis and design.
INTRODUCTION
Nowadays, clean and renewable energies including fuel cell, wind energy, photovoltaic, etc., have been widely applied to achieve environment friendly objectives [1] [2] . Because of the discontinuity of renewable sources, like wind energy and solar energy, generally, an auxiliary power supply is necessary to 2 smooth output power and keep output voltage stable under various load conditions. Thus, an efficient combination of different energy sources, to be a hybrid renewable power conversion system, has become an interesting topic [3] . Moreover, high power solar cells or fuel cells are often faced with a need of boosting their low output voltage to a high dc-link voltage subjected to the requirements in grid-connecting applications [4] . In the last decade, various hybrid system structures have been proposed. For the applications with galvanic isolations, basically, high frequency isolated converters with different input sources can be connected in parallel on a mutual dc bus and thereby each sub-converter can be designed as an individual power module. The block diagram of this system is shown in Fig. 1 (a) . The main disadvantage of this system is that if one input source is connected, only one converter will be operated and the other one will be completely under the idle condition that will reduce the power density of the whole system. Due to this reason, multi-port converters have been proposed and received more and more attention in recent years. In these topologies, some parts of the dc-dc converters (such as rectifiers and filters) can be utilised by different input ports mutually, as shown in Fig. 1 (b) . Although it will cause complex system control, the power density of the system can be increased in some applications. A three-port series resonant converter operating at constant switching frequency was proposed in [5] , which can achieve soft-switching and high frequency operation. After that, a modelling and control method based on this resonant multi-port converter was investigated in [6] . With a systematic approach [7] , [8] , an isolated single primary winding multiple-3 input converter which combined a two-input buck converter and a flyback converter was studied in [9] . By applying a concept of dual active bridge (DAB) converter [10] [11] , multiple-port bidirectional converter topologies employing multiple transformer windings were proposed in [12] , where the separate windings are used for each port and the bidirectional power flow is easily controlled by a phase-shift angle and/or duty cycle [13] . Based on a current-fed half-bridge structure proposed in [14] , the characteristics of tripleport half-bridge were studied in [15] and [16] . As the conclusion given in [17] , for the sustainable energy with a low output terminal voltage such as fuel cell, a boost-type converter is favorable for a high efficiency operation. A multi-input isolated boost dc-dc converter with multi-windings based on the flux additivity concept was proposed in [18] , but the reverse current block diode is connected in series with the MOSFETs on the primary side, which makes the bidirectional power flow impossible, so the auxiliary circuit for rechargeable elements is needed. In [19] , a high step-up isolated converter with two input sources was investigated, and the converter utilizes the current-source type applying to both of the input power sources. To avoid the switch voltage spikes caused by the leakage inductor, an active clamping circuit is added.
The aim of this paper is to investigate an innovative dual-input full-bridge isolated dc-dc converter [20] for a hybrid renewable energy system. With the novel winding connection and the interleaved PWM modulation strategy, two current-fed power sources with low input voltage can deliver the power to the high voltage dc bus or the load, individually or simultaneously. In this paper, firstly, a review on the state of the art of the multiple-input isolated converters is given to express the background and novelty of this research work. Then, based on the proposed topology, a detailed analysis of the steady-state operation principles of the converter is given and hereby the characteristics of the converter are explained in depth. In order to improve the converter performance further, some issues such as the input port extension, the magnetic integration and the common mode current deduction, which affect the hardware design in practice, are discussed, and some possible solutions are presented. The operating performance of the proposed dualinput converter is examined and is validated through some computer simulations. Finally, a laboratory experimental prototype was set up to verify this new dual-input isolated boost converter. Using the above study procedure, the salient features of the proposed converter can be summarized: a high step-up ratio, an electric isolation between the clean energy and output voltage, multiple input power sources, and magnetic integration. The structure of this paper is organized as follows. Following the introduction, the topology and operation principle of the proposed converter are presented in Section 2. In Section 3, the special issues on the converter design are discussed. The hardware design and the experimental results are provided in Section 4. Finally, the conclusion is drawn in Section 5.
BASIC PRINCIPLE AND STEADY-STATE OPERATION
As shown in Fig. 2 (a), the proposed dc-dc converter consists of two boost inductors, two high frequency full-bridge inverters, four transformers and a common output-stage circuit. It is driven by two dc voltage sources, that when associated with large inductors become dc current sources. Tr 1~T r 4 are four identical transformers with same number of turns and turns ratio. According to the converter's operation, its operating principles can be analysed with two different modes: dual-input mode and single input mode.
Dual-Input Mode
The timing diagrams and the basic operating waveforms in this mode are shown in Fig. 2 (b ). There is 180 o phase shift between each pair of drive signals, namely S 1 , S 4 and S 2 , S 3 . The switches S 5 to S 8 have the same operating principle with that of S 1 to S 4 . It is worth noting that when the switches in the diagonal position in one of the H-bridges form a simultaneous conduction switch pair to transfer power to the secondary side, it will cause every transformer winding current on the primary side to be clamped as I L1 or I L2 . The appearance of the clamped current will disable the normal operation of the other dc input-stage circuit, because the current sources can not be connected in series, which means two input ports can not transfer power at same time. To solve this problem, the phase-shift PWM scheme is utilized, which gives 90 o phase shift between S 1 and S 5 . With that, the two input power sources can deliver power to the secondary side simultaneously. Due to the symmetry of the switching mechanism, only the operating principles of the proposed converter in a half switching period are analysed below. In subinterval (t 0 -t 1 ), all the eight primary side switches operate in their ON states. As shown in Fig. 3 (a), the inductors L 1 and L 2 connect across the dc input sources V 1 and V 2 , respectively. With primary and secondary coils shorted, all the diodes on the secondary side are reverse-biased. Here, two input inductors are charged by the input sources and no power is delivered to the secondary side. Thus, the load current is provided by the output capacitors C 1 and C 2 . The primary inductor currents i L1 (t) and i L2 (t) can be expressed respectively as
During the second subinterval (t 1 -t 2 ), S 2 and S 3 operate in their OFF states so that the inductor L 1 is connected via the transistors S 1 and S 4 through the paralleled paths: one is Tr 1 in series with Tr 2 and the 7 other one is Tr 3 in series with Tr 4 . On the secondary side, the diodes D 1 , D 4 , D 5 , and D 8 are forward-biased to carry the output current. Thus, v ab is clamped to V o /n, and v cd is clamped to 0, where n is the turn ratio of transformer. The current paths are plotted in Fig. 3 (b). i L2 (t) can be expressed as same as that in subinterval (t 0 -t 1 ), and i L1 (t) is calculated by
In subinterval (t 2 -t 3 ), all the switches on the primary side are turned on, so the operation principle is same to that in (t 0 -t 1 ) and the equivalent current paths can also be illustrated by Fig. 3(a) .
During the subinterval (t 3 -t 4 ), S 6 and S 7 operate in their OFF states so that the inductor L 2 is connected via the transistors S 5 and S 8 through the paralleled paths: one is Tr 2 in series with Tr 4 and the other one is Tr 1 in series with Tr 3 . On the secondary side, the current flows through the diodes D 1 , D 3 , D 4 and D 8 to the dc output, as shown in Fig. 3 (c). So v cd is clamped to V o /n and v ab is clamped to 0. i L1 (t) and i L2 (t) are given,
Having described the subintervals in a half period, the operating principle of each subinterval in the second half period is similar. Furthermore, based on the analysis above, during the positive half switching period, the converter can be simplified and shown in Fig.4 (a) , where R g and R L are the series resistance of the power source and the boost inductor. According to the plot shown in Fig. 4 (b) and the analysis results in [21] , here the corresponding inductor duty cycle, D Li (i=1, 2), and inductor period time T L are defined as
where D s (0.5≤D s ≤1, theoretically) is the switching duty cycle and T s is the switching period.
(a) Equivalent circuit of the proposed converter ; (b) Equivalent driving signals;
The steady-state model of the proposed converter. Hence the steady-state model for the proposed converter is obtained by the flow-graph nonlinear modelling technique [22] , which is plotted in Fig.4 (c) . Neglecting all the parasitic parameters, the openloop voltage gain of this converter can be derived as
From (8) and (9), clearly, the proposed converter can be completely decoupled into two independent isolated boost converters based on the utilized winding connection and the interleaved PWM modulation strategy. Neglecting all the losses, the output power P o is the summation of the input power P 1 and P 2 and can be expressed as
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As a result, the output current can be determined by
The derived large-signal, small-signal and steady-state models of the proposed converter as well as the detailed design procedure of the voltage and current closed-loop controllers can be found in [23] .
Single-Input Mode
The single-input mode can be seen as a special condition of the double-input mode and its equivalent circuit is shown in Fig. 5 . The operation principle in single-input mode is similar to that of the conventional isolated boost converter with H-bridge input circuit [24] . In order to ensure the ON states of the switches overlap, the switch duty cycle D s has to be bigger than 0.5. Hence there is a continuous current path for the inductor L 1 . The conversion ratio of the converter in the continuous current mode (CCM) is
As we can see, all the four transformers can also be utilized completely in the single-input mode. Hereby, the proposed converter has the potential ability to achieve high power density, in comparison to the system consisting of two individual isolated boost converters in parallel. This is true especially for high power applications, where the main power stage is fully used both in dual-input and single-input conditions. 
SPECIAL ISSUES ON THE CONVERTER DESIGN
To improve the performance of the proposed dc-dc converter, some practical issues such as how to reduce the inductive elements, extending the number of inputs and common mode current deduction are discussed below.
Magnetic Integration
The complex winding connection makes an optimal layout of the primary side difficult. But by an effective magnetic integration, the number of the inductive elements can be reduced [25] . In the dual-input mode, the voltages across every primary winding are listed in Table 1 . Table 1 Voltages across each primary winding
It can be seen that windings to Ø 1 and Ø 4 but on the left side, these fluxes subtract. In the shared I core, Ø 1 and Ø 4 cancels out. Hence, based on this magnetic integration idea, the four transformers and two inductors can be integrated into two sets of E-I-E cores. It reduces the number of magnetic elements as well as the core losses. More detailed design procedure can be found in [25] .
Method to Increase the Number of Inputs
The primary and secondary windings of the transformers from the Fig. 2 are re-illustrated in Fig. 7(a) . The voltage vector across the different terminals, from a to d on primary side, and the current vectors, from e to h on secondary side can be plotted in Fig. 7 (b) , where the employed primary windings are numbered as 1~4. According to the operating sequence, the potential and current vectors will rotate clockwise like a 2pair-pole dc motor. Based on this simplified model, the other 2-pair poles can be added symmetrically in the system with a phase shift: 45 degree electrical angle, as shown in Fig. 7 (c) , and thereby the proposed dual-input converter can be extended to a converter with 4 input ports by the winding connection shown in Fig. 7 (d) The constraint on inductor duty cycles is expressed as It is worth noting that: 1) the number of inputs must be exponent of 2; 2) with increasing number of input ports, the number of the transformers is increased by twice that of input ports. If the converter has multiple inputs, utilizing the high order magnetic integration method can simplify the converter circuit further, but it is out of scope of this paper and will not be discussed here.
Ground Loop and Common Mode Current Attenuation
According to the operation principles described in Section 2, the two input ports cannot be connected at one common ground point; otherwise two primary windings will be shorted by the ground that will reduce the power delivery capability. The different potentials between two ground systems can result in a serious 13 interference problem in high frequencies, where ground loops are induced if the coupling capacitors exist between two different power returns as shown in Fig. 8 (a) . Furthermore, the common mode currents (i C1 and i C2 ) caused by the ground loops are quite large because the output capacitors C 1 and C 2 have very low impedance as seen from the primary side. There are several methods for blocking this path. In this paper, the more common and easily implemented method is used: a common mode choke is inserted at the input return wires to attenuate the common mode current flowing through the two input ports as shown in Fig.8 (b).
(a) Illustration of the ground loop and common mode currents (b) Common mode choke insertion Fig. 8 : Group loop and common mode current attenuation.
EXPERIMENTAL RESULTS
In order to verify the theoretical analysis, a laboratory prototype of the proposed converter with 4
individual transformers is implemented and tested, which is shown in Fig. 9 . The specifications and component details of the tested prototype are given in Table 2 . To achieve low profile and high power density, planar transformers utilizing planar windings instead of the traditional windings made of Cu-wires are designed for this work. The transformer turns ratio is: 
The magnetizing inductance, ac resistance and leakage of each transformer are also measured by PSM1735 impedance analyser. The measurement results and calculated results (T cal ) are listed in Table 3 . The MOSFETs on primary side must block the reflected load voltage V o /n=V 1 /(1-D L1 )=V 2 /(1-D L2 ). As to the influence of the leakage inductance on the switching devices, that is an issue limiting the application of an isolated full-bridge boost converter, the analysis of transformer leakage inductance in [21] reveals that a low leakage inductance can be achieved by interleaving arrangement of transformer windings, allowing stored energy to be dissipated. Power MOSFETs fully rated for repetitive avalanches allow primary-side voltage clamp circuits to be eliminated. Here the transformers with low leakage inductance are utilised, so over sizing of the primary-switch voltage rating and any clamp circuits can thus be avoided. On the secondary side, the block voltage of D 1~D8 is V o , which is clamped by the output voltage naturally.
IRS2110 is used as the gate driver together with ISO722C capacitive digital isolators for control signal protection. The control signals are generated by a TMS320F2808 digital signal processor. To minimize the ac loop, C 1 and C 2 are placed close to the diode rectifiers. Fig. 11 shows Simulink/PLECS simulation results. Simulation parameters are based on the above design parameters (V 1 =V 2 =30V and V o =400V). The simulation results in Fig. 11 agree with the theoretical analysis described in section 2.
The experimental waveforms are shown in Fig. 12 . In the single input mode with 50 V input voltage, Fig.   12 (a) shows the primary side voltage and current, i.e. v ab and i p1 , which have been annotated in Fig. 2 .
While Fig. 12(b) shows the plots of the primary voltages v ab and v cd , and primary current i p1 and i p2 in the dual-input mode with the conditions: V 1 =50 V and V 2 =30 V, which verifies the theoretical analysis results 16 that two input voltage sources can deliver the power together. It is clear that a phase-shift angle exists between the two high frequency ac voltage waveforms. In Fig. 12(c) , the experimental waveforms of drive signal of S 8 (v GS8 ), voltage across the diode D 4 (v D4 ), ac input current (i in, ac ), and ac current flowing through input inductor (i L1ac ), are presented. Because of boost-type converter, the diode voltage is clamped by the output voltage without any voltage spike and although only the film capacitors are used as the input filter, the input current ripple i in,ac is still very small.
It can be seen that with the inserted common mode chock there is no resonance voltage, so the ground loop is decoupled. Fig. 12(d) shows the output voltage V o and two input currents i in1 and i in2 , when the operating mode is switched from single input to dual input and then back again under the constant output power condition. So it is clear that the converter can draw power from the two input sources simultaneously or separately, and it can be controlled and switched between the two operating modes flexibly.
The efficiencies are measured without including the gate driver losses, and presented in Fig. 13 . The efficiency curves with respective to the input voltage in the single input mode are plotted in Fig. 13(a) . It exhibits a maximum efficiency of 96.5% with 50 V input, and the measured efficiency is 92.1% at 1500 W with 30 V input. The measured efficiency curve of the converter with the conditions: input voltages V 1 =V 2 =30 V, output voltage of 400 V, and P 1 ≈P 2 , are shown in Fig. 13 (b) . Comparing to the efficiency curves shown in Fig.   13 (a), in dual-input mode, the measured efficiency is about 92.4% at the output power of 200 W, which is lower than that in single-input boost mode because of higher switching losses. But at high output power, the efficiency is higher in dual-input operation mode, which is around 94.0% (P o =1450 W). Fig. 13 (c) shows the measured efficiency with input voltages V 1 =50 V, V 2 =30 V, output voltage of 400 V, and input power P 1 ≠P 2 . The maximum efficiency is measured as 95.7%.
CONCLUSION
There are some solutions to the multi-input-port voltage-fed or current-fed isolated converters which can be utilized in the applications in which hybrid sustainable energy sources involved. Comparing to the existing topologies, the converter proposed in this paper has the promising points: the lower input current ripple, two controllable independent input power ports (can be extended to multiple ports), the symmetrical circuit structure which is favourable to achieving magnetic integration and modularizing. The most prominent characteristic of the proposed converter is that the main power flow path, consisting of 4 transformers and full bridge rectifier, is shared by both of the input ports, and the nominal power of each transformer and rectifier can be reduced, so a higher power density can be achieved. There are still some negative sides such as complex transformer windings connection and no common ground, and in the future research, the dc offset of transformers caused by unbalance on the voltages or the switching times has to be investigated in depth. Overall, the proposed converter is one of the promising candidate circuits, and is suitable to the applications with hybrid renewable energies.
